INSTALLED PUMPING CAPACITY
JUANA MATOS CATAÑO FACILITY
(Coordinates: 18.4398, -66.1289)

Amount of Installed Flood Control Pumps: 2 units

Individual Pump Capacity:
- Pump # 1: (Cortés Industrial working on it) 72 k gpm
- Pump # 2: working 40 K gpm

Total Pumping Capacity (Actual): 40 K gpm

Design Pumping Capacity: 112 K gpm

Supplementary Pumping Capacity Installed: 32 K gpm

Enclosure # 1 provides a delimitation of the Hydraulic Area being serviced.